Light Levels:

Perimeter Fencing:

0.2 fc at perimeter and clear area between 2 fences

Site Landscape & Perimeter Approach: 

1-4 fc for walkways

0.5-2.0 fc for roadways

10.0 fc for entrances

2.0 fc for open yards

Building Façade:




0.5 to 2.0 fc

Parking Structures:




5.0 fc (horizontal) ratio of 4:1

Open Parking:




0.2 fc in low activity general parking & pedestrian




2.0 fc in high activity vehicle areas




5.0 fc for cash collection and vehicle access

Loading Docks:

1.0 fc at the building façade

0.2 fc in open yards

5.0 fc for nighttime shipping & receiving

15.0 fc for interior dock areas & loading bays

20.0 fc for unpacking & sorting

30.0 fc for packing & dispatch areas

Security & Monitoring Rooms:




30 to 50fc in this room




50 to 70 fc at task areas




*CCTV monitoring areas should be reduced

Guard & Gate Houses:

2.0 to 5.0 fc at exterior

30.0 fc on interior during daytime & reduced at night 

Piers & Docks:

Decks on open piers should be illuminated to at least 1.0 fc       
Water approaches extending 100 feet from the pier should be illuminated to at least 0.5 fc
